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THE USE OF HALONS AS FIRE SUPPRESSANTS -
A LITERATURE SURVEY

INTRODUCTION

This report is a survey of literature concerned with the use of haions as fire sup-
pressants. The project is sponsored by the United States Coast Guard and supplements
the Navy's experimental Fire Extinfuishant Program. The purpose of the report is to
outline the work which has been done on specific problems involved in the use of halons
to control fires. This compilation, when combined with a listing of current projects, will
show the areas which have been studied and will be an aid in the selection of problems
to be investigated in the future.

HALON NOMENCLATURE

Halogenated hydrocarbons or halons are designated in a number of different ways.
In addition to their chemical names and formulas, they can be designated by proprietary
names and numbers and by halon numbers. The halon system which was devised by the
U.S. Army Corps of Engineers provides a convenient way to refer to fire extinguishing
agents and will be used in this report. The first digit in the halon number refers to the
number of carbon atoms in the molecule of the compound. The second, third, and fourth
digits refer to the number of fluourine, chlorine, and bromine atoms, respectively. It is
assumed that hydrogen satisfies the valence requirements not accounted for by the num-
ber. For example, bromochloromethane (CH2 BrCl) is halon 1011.

As used in this report, the term "decomposition products" refers to the compounds
which result from reactions of the halon, and the term "combustion products" refers to
the compounds which result from reactions of fuel molecules. In the ordinary fire situa-
tion the products may be either of these types or a combination of both. Generally it is
impossible to differentiate between the two types.

SCOPE

There are a very great number of halogenated hydrocarbons, but only a few have
been used as fire extinguishants. In the past, halons 1040 (carbon tetrachloride), 1011
(bromochloromethane), and 1001 (methyl bromide) have been so used, but they are now
considered to be too toxic for such use. According to Jensen [26] *, at present four
halons are potentially useful as fire extinguishants. They are halon 1202 (dibromodi-
fluoromethane or CBr2 F2 ), halon 1211 (bromochlorodifluoromethane or CBrCIF 2 ), halon

*References are listed in rlphabetical order according to author or identifying name.
Manuscript submitted August 4, 1977.
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MUSICK AND WILLIAMS

1301 (bromotnfluoromethane or CRrF3 ), and halon 2402 (dibromotetrafluoroethane or
CBrF 2-CBrF 2 ). However, the National Fire Protection Association hau adopted no
standards for halons M402 and 1202 and only tentative standards for halon 1211.
Standards have been adopted for halon 1301, which is the only halogenated fire extin-
guishing agent currently being applied on a wide commercial scale in the United States
[261. It is classified by the National Fire Protection Association as being less toxic than
carbon dioxide [391.

This review of literature on halons used as fire extinguishants covers the following ' .
specific subjects:

* The decomposition of halons thermally and catalytically in fire situations.

• The effects of fire, halon concentration, and environment (temperature, humidity,
and ambient oxygen content) on corrosion rates.

* Corrosion effects of halons on diesel engine parts, sensitive instruments, electronic
components, and computer materials.

In addition, a bibliography on the toxicity of halons used as fire extinguishants is
included.

In this survey the authors reviewed the material already on hand at the Naval Research 4 Y
Laborairy; this included various government and industrial reports and technical manuals "ii
of E. I. du Pont de Nemours & Company, Underwriters' Laboratories, Inc., and the
National Fire Protection Association. Also included were the proceedings of a symposium

on "Art Appraisal of Halogenerated Fire Extinguishing Agents" held at the National ,f
Academy of Sciences in Washington, D.C., on April 11-12, 1972. These proceedings
presented an assessment of the status of halons as fire suppressants and included many V j'
references. It is thought that the NRL material on hand, with its references, covers most : i
of tht significant work which has been done in the field before 1972.

In addition to the literature described above, that listed below was searched with the
aid of the Naval Research Laboratory library's information retrieval service:

1. Chemical Abstracts was searched from 1972 to present.

2. COMPENDEX was searched from 1972 to present. This index, pTepared by , .
Engineering Index, Inc., provides world-wide coverage of engineering literature.

3. SCISEARCH was searched from 1974 to present. SCISEARCH published by the
Institute for Scientific Information, is an index to the literature of science and technology. .99

4. National Technical Information Service (NTIS) was searched from 1964 to present. ,.
NTIS has announcements covering all the research of over 240 government agencies.

From all of these sources more then 350 references were collected. This list was
reduced to approximately 100 by reading the reports, or their abstracts, and eliminating
those outside the field of interest. This reduced list of documents includes 43 which are
reviewed below and 58 which comprise the bibliography on the toxicology of halogenated
fire suppressants.

24
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4• DECOMPOSITION TEMPERATURE OF HALONS

A number of sources have published information on the thermal decomposition of
Vi halon fire extinguishants (halon 1301, for the most part) under various conditions. The

decomposition temperature of halon 1301 is given as approximately 950°F (510°C) by
Jensen [261. For halon in contact with hot surfaces or flames this temperature is giver,
as above 9000F (4820C) by NFPA Bulletin No. 12A-1971 [391; and as above 950 F
(5100C) by Ford [221 and by Du Pont Bulletin No. B29C [111. Du Pont Bulletin No.

~ S-35A [131 reports this decomposition temperature as above 1000OF (5380C) for halon
in contact with hot surfaces or flames. Engibous and Torkelson (141 show that the
decomposition of halon 1301 in contact with stainless steel starts at 10220 F (5500C) and
that of halon 1211 under the same conditions at 9320F (5000C).

Musick [371 detected no sign of decomposition of halon 1301 in contact with stain-
less steel at 6980 F (3700C) nor of halon 1211 at 600OF (3160C) [361.

AP THERMAL DECOMPOSITION OF HALONS

The theoretical decomposition products of halons are listed and described by NFPA
Bulletins Nos. 12A-1971 [391 and 12B-T [40], Du Pont Bulletins Nos. B-29C [11] and
S-35A [13], and by Engibous and Torkelson [14]. These products are the free halogens4," (except for fluorine, which, because of its high reactivity, probably would not be found
in its free state), the halogen acids, and the carbonyl halides. For example, if a halon
molecule contained one or more atoms of chlorine (Cl2 ), its decomposition products
could include C12, hydrogen chloride (HCI), and carbonyl chloride or phosgene (C0012)
in addition to analogous compounds of any other halogen atom present in the molecule.

When halon 1301 is applied to cellulosic fires, the flames (gas-phase reactions) are
promptly extinguished, but the deep-sested combustion (glowing or gas-solid reactions)
may continue, as is shown by Fielding, Woods, and Johnson [17]. Toxic carbon monox-
ide (CO) is produced by the deep-seated combustion because the halon 1301 inhibits the
oxidation of the CO.

Treon, et al. [421 and Du Pont Bulletin No. S-35A [13] give the concentrations of
the thermal decomposition products produced when purified halon 1301 was pased
through an Inconel tube at 13000F (7040C) and 20000F (10930C). Concentrations of
2% and 0.75% halon 1301 in air were used, and total bromides as HBr, total oxidants as
Br2 , and total carbonyl halides as COBr2 were measured. The method of analysis was
not given by Ref. 13, and the original report [42] was not obtainable. However, the
method of reporting suggests that the concentrations were measured by means of wet
chemical analysis.

The concentrations of the decomposition products as reported in Refs. 42 and 13
are given in Table 1.

Engibous and Torkelson [14] measured the percent of decomposition of five
halogenated fire extinguishants over a range of temperature of 6170 F (3250C) to 1472 0 F
(8000C). The five compounds were halon 1011 (CH 2 BrCl), halon 1202 (CBr2 F 2 ), halon
3211 (CBrClF 2 ), halon 1301 (CBrF 3 ), and halon 2402 (CBrF 2 -CBrF 2 ). Irn this work, a

& 3
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MUSICK AND WILLIAMS

Table 1 - Concentrations of Decomposition Products
for Halon 1301

0.75% Halon 1301 at 2% Halon 1301 at
Decomposition 1300OF (7040 C) 2000OF (10930 C)

Product (ppm) (ppm)

HBr 8 151
HF 34 2725
Br2 11 1466
COBr2  5 1955

mixture of 2.5 vol% of the halon in dry air was passed through a st, inless steel pyrolysis
tube. The most stable of the five compounds was halon 1301, which began to decompose
at about 10220 F (5500C) and waR 70% decomposed at 1454' F (7900 C). The analyses
were made by wet chemical methods; the gases were absorbed in appropriate solutions and
titrated for chloride and bromide ions. It is possible that the products, or their amounts,
would differ markedly in the presence of moist air.

MacEwen [32] reports the concentrations of "pyrolysis" products generated by the
"pyrolysis" of halon 1011 and halon 1301 in a hydrogen-oxygen flame at 14720F (800,C).
The atomizer-burner assembly of a hydrocarbon analyzer was used, and the temperature
was controlled by adjusting the fuel ratio. Halon 1011 at a concentration of 2000 ppm
produced 380 ppm of hydrogen chloride (HCI) and 23 ppm of hydrogen bromide (HBr),
whereas in another measurement, 3000 ppm of the halon produced 45 ppm of bromine
(Br 2 ). Halon 1301 at a concentration of 3800 ppm "pyrolized" to produce 2370 ppm
hydrogen fluorid.e (HF), 160 ppm HBr, and 236 ppm Br 2 . MacEwen gives little informa-
tion on the methods of analysis used. In one table of data, he indicated that brominei was analyzed by both a volumetric method and a spectrophotometric method.

Typical maximum concentrations of the combustion and decomposition products
which result from the use of halop 1301 in fire tests are given by Ford [23] as 200 to
300 ppm of HF and 40 to 50 ppm of HBr.

Class A fires of paper, cotton, and nylon sheeting in a 216-ft3 (6100-R) chamber
were extinguished by total flooding with halon 1301, a result reported by Kuchta, Cato,
Martindill, and Spolan [301 and by Botteri, Cretcher, and Kane [1]. A 6% halon concen-
tration was adequate for rapid extinguishment of the fires at fuel loadings of 0.018 to
0.07 oz/ft3 (0.018 to 0.07 g/£). Toxic products (HF, HBr, and CO) varied with preburn
time, combustible loading, and extinguisher discharge mode. The highest concentrations
of toxic products (HF and HBr) occurred with paper sheeting, which burned at the
highest rate and produced the largest fires. A paper loading of 0.035 oz/ft3 (0.035 g/R)
produced 800 ppm HF and 190 ppm HBr. Samples of the combustion gases were absorbed
in water, and the HF and HBr concentrations were determined electrometrically by
means of ion-specific electrodes. Other combustion products (carbon monoxide, carbon
dioxide, hydrogen, oxygen, nitrogen, and methane) were analyzed by conventional gas
chromatographic techniques. Similar data from small-scale experiments with halon 3800
(C3 F8 or perfluoropropane) in a 12-ft 3 (340-Q) chamber are presented by Kuchta, Cato,
Martindill, and Spolan [301.

4
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Cato, Martindill, and Kuchta [51 reported that 10 to 12 vol% halon 3800 wasrequired to extinguish fires of cotton and paper sheeting in the 216-ft3 (6100-R) chamb~er
and produced up to 2500 ppm of HF. In another study, airtindill, Spolan, and Kuchta

[33] measured the concentrations of HF and HBr resulting from the decomposition of
halon 1301 used in extinguishing fires of cotton sheeting and expressed them as functions
of preburn time.

Gassmann and Marcy [24] report the concentrations of toxic gases produced in
tests of halon 1301 used to extinguish fires of polyurethane seat foam and wool drapery
in a closed 640-ft3 (18,000-k) insulated enclosure simulating an airplane cabin. Using
colorimetric tubes, they measured gas concentrations as high as 150 ppm HCQ, 16 ppm
HF, 10 ppm HCN, 20 ppm NH3 , 8 ppm Cl2, 50 ppm Br 2 , and 1.5 ppm COCI2.

Ford [21,22] reported a fire test program in which fcur different companies (the
Ansul Company, Cardox--a Division of Chemetron Corporation-Du Pont Corporation,
and Ferwal, Inc.) participated to test halon 1301 as an extinguishant for computer room
fires. Concentrations of HF and HBr produced by both surface and deep-seated fires of
stacked printout paper, polyester-base magnetic tape, polyethylene and polystyrene
components, paper punch tape, shredded paper, and data tabulating cards in various con-
figurations were measured. Also, concentrations of HCI from fires of polyvinyl chloride
were measured. Surface fires of polyethylene and polystyrene produced HF and HBr
concentrations below 100 ppm, and fires of stacked printout paper, extinguished with
5.1 vol% of halon 1301, produced less than 20 ppm each of HF and HBr. For deep-seated
fires of polyester-base magnetic tape, printout paper, tabulating cards, and paper punch
tape, maximum individual HF and Hlr concentrations in all tests did not exceed 150
ppm. Concentrations of HF, HBr, and CMI were determined electrometrically by measur-
ing with ion-soecific electrodes.

Jensen [26] reports the results of tests made by the Ansul Comnpany to acquire data
concerning the extinguishment of fires involving computer materials. In these tests 5.1%
to 21% of halon 1301 was used to extinguish the fires, and 0-33 ppm HF and 0-26 ppm
HBr were produced. These appear to be the same tests as those reported by Ford [22].

Cholin [6] reports the results of 24 tests in which halon 1301 was used to extinguish
Class A and B fires in enclosures of 336-ft3 (9500-4) and 2000-ft 3 (57,000-9) volume.
Measurements of concentrations of HF and HBr in the post-extinguishment atmospheres
from fires of alcohol, cotton, fur, and several types each of paper, wood, and plastic were
made. Except for one fire which was allowed to burn itself out, the maximum concentra-
tions of decomposition and combustion products measured were 38 ppm HF and 79 ppm
HBr. The methods of analyses were not reported.

Carey and Haas [31 measured the HF and HBr concentrations resulting from using
halon 1301 to extinguish Class A and B fires of shredded newspaper, bond paper, carbon
paper, and alcohol in a 2100-ft 3 (60,000-R) room. Measured concentrations varied from
2 to 116 ppm HF and 2 to 38 ppm HBr. The analyses were made by measuring the
fluoride and bromide ion concentrations in buffered aqueous solutions of samples of the
gas. These same tests are also reported by Cholin [7].

Practical fire extinguishment tests in which gasoline, ethyl alcohol, and wood fires
were extinguished with halon 1301 applied from a portable extinguisher were conducted

5
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at Underwriters' Laboratories and are reported by Dufour [9) and in Du Pont Bulletin
No. S-35A [131. The amount of halon 1301 applied to the fires varied from 0.4 to
2.5 lb., and the time to extinguish the fires ranged from 3 to 10 min. Concentrations of
HF as high as 289 ppm, HBr 9 ppm, Br 2 7 ppm, and carbonyl halides 34 ppm were
measured. The methods of analyses are not given by Ref. 13, and the original report [9]
was not available.

Floria [191 and Ford [21) report studies to determine the effects of fire size, fire
preburn time, and agent discharge time on the quantities of decomposition and combus-
tion products formed by a fire. They used halon 1301 to extinguish n-heptane fires in a
1695-ft 3 (48,000-R) enclosure. Minimum HF and HBr concentrations were reatized when
the fire pan size and preburn time were minimized and the fires were extinguished rapidly.
No bromine was detected in any of the tests. Analyses were made by determining the
concentrtions of the fluoride and bromide ions electrometrically and the concentration
of bromine by titration.

Floria [18,20] also used halon 1301 on n-pentane fires to study the relationship
between quantities of decomposition and combustion products produced and the halon
discharge rate. Halon acid concentrations increased irregularly to a maximum (215 to
230 ppm HF and 20 to 27 ppm HBr) in i8 to 24 s, after which they decreased with time.
These concentrations were measured electrometrically with ion-specific electrodes.

Yamashika [431 analyzed the results of a series of fire extinguishing tests with
halogenated agents applied to both open and enclosed fires. He used a formula express-
ing the relationship between the application rate of the extinguishant and the extinction
time of the fire. Fuels were hexane, wood crib, charcoal, paper, rubber, and plastics, and
extinguishants were halons 1011, 2402, 1301, and 1211. The concentrations of hydrogen

LL halides produced decremed as the application rate of the extinguishant increased. Gas
chromatography was used to analyze halons and carbon oxides, whereas the titration
method was used to analyze the hydrogen halides.

Six full-scale tests in which halon 1301 was used to extinguish fires of diesel fuel in
the 100,000-ft 3 (2,800,000-Q) machinery space of a ship (M/V Rhode Island) are

described by McDaniel (351. Halon concentrations varied from 3.39 to 5.65% and dis-
charge times from 7 to 28 s. Temperatures in the compartment ranged from 212'F
(1000 C) to 2084°F (1140"C). For all the tests except the one using the 28-s discharge
time, maximum HF concentration measured was 12 ppm, and maximum HBr concentra-
tion was 3 ppm. In the 28-sdischarge test, concentrations of 230 ppm HF and 68 ppm
HBr were measured. Halon L501 was analyzed by gas chromatography, and HF and HBr
by a method using ion-specific electrodes to measure the concentrations of fluoride and
bromide ions.

Browne and Szczepanski (2] measured the concentrations of HF, HBr, and Br 2 in
the stack gases resulting from feeding air containing up to 7.5% of halon 1301 into the
firebox of a marine DDG-15 main propulsion boiler. The results of the gas analyses

* varied widely (36 to 89,000 ppm of HF, 17 to 20,000 ppm of HBr, and 153 to 1260
ppm of Br 2 ), possibly because the stack gases were not well mixed. The method of
analysis was not given but was to be treated in a separate report.

6
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The -smokes generated by burning Aerozine-50 propellant [51 wt% of hydrazine
(N 2 H4 ) and at least 47 wt% unsymmetrical dimethylhydrazine (UDMH)] in a halon
1301-air atmosphere were analyzed by Kuchta and Burgess [291. The smokes were col-
lected on glass cloth filters and analyzed for carbon, hydrogen, nitrogen, fluorine, and
bromine. A substantial amount of fiaoride was present in the smokea. Gas chromatog-
raphy and x-ray diffraction were used in making the analysr s.

Sayers [41] gives the concentrations of decomposition and combustion products
produced when 3 pounds of halon 1211 were used to extinguish a 2.5-ft 2 (0.23 M 2 ) fire
of n-heptane in a 2500-ft 3 (71,000-.) room. They were 2 ppm of HCi and HBr, 0.5 ppm
of HF, less than 0.1 ppm Cl2 and Br 2 , and less than 0.25 ppm of COCI2 . The methods
of analyses were not described.

Matson and Dufour [341 report the results of tests made to determine the decom-
position and combustion products of chlorobromomethane in the presence of hot iron
surfaces, electric arcs, gas flames, and fires of gasoline, ethyl alcohol, and wood. In all
cases, significant quantities of halogen acids and carbonyl halides were producc 1, and, in
some cases free chlorine and bromine were also detected. For example, 5% by volume
of chlorobromomethane in air in contact with an iron surface at 10220 F (5500 C) pro-
duced 2709 ppm HCI, 1267 ppm HBr, 1298 ppm Cl 2 , 38 ppm Br 2 , and 33 ppm carbonyl
halides. The analyses were made by wrt chemical methods.

A fevs typical tests selected from the considerable number reviewed above are sum-
marized in Table 2. In all of these tests, Class A or B fires were extinguished by the
application of halons (halon 1301 in most cases). In tests where analyses of decomposi-
tion and combustion products were made at different locations and different times, the
maximum concentrations measured are presented in the table. Although the conditions
of the tests vary, these variations do not adequately explain the wide variations in the
concentrations of the decomposition and combustion products. Further, as shown by the
blank spaces in the table, some of the test reports do not specify some of the important
test conditions.

In expressing the yields of decomposition products, it should be pointed out that
ppm means little unless precise experimental conditiuns, such as ventilation rate, room
size, burning rate, and fuel consumed, are known. If these parameters are known, then
ppm data can be translated from one fire situation to another but not rigorously, as we
do not know enough about scaling such parameters. A better way to present these data

is by milligrams of specific contaminant vs grams of fuel consumed. The contaminant
concentration is still markedly dependent on fire conditions, but the latter unit. make it
easier to translate from one experiment to another.

CATALYTIC DECOMPOSITION OF HALONS

The resistance to catalytic decomposition of a fire extinguishant is important if it is
to be used in an atmosphere which is treated by a catalytic burner. Any halon vapor in
such an atmosphere would be subjected to strong catalytic action. The Naval Research
Laboratory has investigated the catalytic decomposition of a number of halons, most of
which are not considered to be fire extinguishants, but no information on this subject
from other sources was found.

7
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Christian and Johnson [81 measured the extent of decomposition of halon 2402
(CBrF 2 .CBrF 2 ) in addition to that of several other halons of less interest to this survey.
When mixed widi air and passed over hopcalite* at 3150C, the halon 2402 was decom-
posed to the extent of 30%. The enalyses were made by gas chromatography.

Johnson and Gammon (271 studied the catalytic decomposition of four halons, and
Johnson and Musick (281 studied eleven others, but none of these compounds ,re con-
sidered to be potential fire extinguishants.

The decomposition of halon 1301 by hopcalite catalyst at 700°F (3700C) was
reported as 3% or less (371 and that of halon 1211 by hopcalite at 600°F (316°C) as
5% or less by Musick [36]. These measurements were made by gas chromatography.

Some of the above work on catalytic decomposition is reported by Carhart and
Fielding [41, and all of it is summarized by Musick and Williams [381.

THE EF4'ECTS OF HALONS ON CORROSION RATES

Du Pont Technical Bulletin B-4 [121 reports corrosion tests in which steel, brass,
and aluminum were separately exposed to both wet and dry halon fire extinguishing
liquids at 248 0 F (1200C) for 260 days. The extent of decomposition was determined by
measuring the penetration of the metal and by observing the deterioration of the liquid

during the test. The results of he tests indicate that the relative stabilities of the halons
fall in the following order from the most stable to the least stable: halon 1301, halon
1211, halon 1202, halon 2402, halon 1040, halon 1001, and halon 1011. Reference 12
also reports corrosion tests run by the Aerojet Engineering Corporation in which copper,
1020 steel, 302 stainless steel, 24S-T3 aluminum, and 61S-T6 aluminum were tested with
halogenerated agents for corrosion. The metals were immersed in lialons both dry and
wet (3 vnl% water added) for 7 days at room temperature. When halons 1301, 1202.
and 1011 were tested, the data showed halon 1301 to be least corrosive. It had no
observable effect on any of the metals except for the 1020 steel, which rusted in air
after the exposure to wet hdon 1301.

Fielding [15,161 reports some of the results described in Ref. 12.

Engibous and Torkel.on [14] report three different sets of corrosion tests of metals
exposed to halons: the Du Pont tests [121 reviewed above, Purdue Research Foundation
tests, and Dow Chemical Company tests. In the Purdue tests, the corrosion of copper,
aluminum, and iron in halons 1301, 1011, and 2402 was investigated. Strips of the

metals were sealed in glass ampoules with the halons and subjected to a temperature of
3920 F (2000C) for 30 days. Under these conditions, only halon 1301 was stable in the
presence of all three metals. Halon 2402 was then subjected to a similar but less severe
test of 200°F (930C) for 30 days and found to be stable with copper, aluminlim, iron,
and brasw.

In the Dow Company tests, aluminum, brass, copper, iron, magnesium, Monel®, nickel,
stainless steel, tin, and zinc were tested with halons 1011, 1202, and 1301. Here, the

*A coprecipitate of copper and manganese oxides.

9
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metal strips were sealed in glass ampoules w .n halons both dry and wet (1 wt% water) at
860 F (300 C) for 30 days. The results of th..I t.sts showed that most of the metals could
be used with any of the halons if they were dry and that the corrosion-resistant metals
(Monel®, nickel, and stainless steel) did not appear to be adversely affected even in the
presence of water. In a wet aluminum system halon 1301 had a high degree of stab.lity,
which the other halons did not have.

Du Pont Bulletin B-29C [11] reports corrosion tests of halon 1301 with 11 different
types of metals. The halon 1301 and test strips of the metals were sealed in glass tubes
and stored at 250OF (1210 C), 130OF (54 0 C), and room temperature for periods up to 44
months. Samples of the halon, both dry (2 ppm water present) and wet (about 70 ppm
water present) weire tested under identical conditions. The conclusion was that all of tCe
following metals were suitable for use with halon 1301: type 302 stainless steel, 1020

CR steel, 321 stainless steel, 1100 aluminum, 2024 aluminum, 6061 aluminum, yellow
brass, A2-91C magnesium, commercial titanium, and AIlOAT titanium. In additional
tests, three different types of steel (Inconel®, type 316 stainless steel, and mild steel)
were exposed to halon 1301 in sealed tubes at 6000F (3160 C) for 25 hours. These tests
showed that Inconel® was the best of the three materials for use with halon 1301, both
from the standpoint of low metal corrosion and of minimum decomposition of the halon.
The second best of the three metals was the type 316 stainless steel.

Edwards and Grabski [101 immersed a specimen of naval brass in halon 1301 at

1600 F (71 0 C) for 7 days. The brass was slightly discolored but not substantially affected
by the halon.

In the corrosion tests discussed above no information on the presence or absence of
oxygen was found. Apparently, the test samples were completely immersed in the liquid
halons and not exposed to a halon-air interface.

Le Pera and Sonnenburg [31] tested four metals (CR steel, automotive cast iron,
aluminum alloy, and chr'ome alloy steel) with diesel fuel containing 5% halon 1011 addi-
tive. The metals were tested in diesel fuel-halon 1011 mixtures, both dry and wet (0.5
vol% distilled water added). It was found that, with trace water present, all the metals
reacted with the fuel-halon mixture.

THE EFFECTS OF FIRE-HALON ENVIRONMENTS
ON CORROSION RATES

Ford [221 reports a series of tests in which halon 1301 was used to extinguish fires
of electronic data processing (EDP) materials; the tests were carried out by the Ansul
Company, the Cardox Company, Du Pont Corporation, and Fenwal, Inc. The conditions
of these tests varied widely, but in many of the tests 4-6% of halon 1301 was used to
extinguish a fire of 5 lb of EDP material in a test enclosure of 1500-1700-ft 3 (42,500-
48,000 2) volume. In addition, a series of tests was run specifically to generate high
concentrations of HF and HBr to test the corrosion resistance of metals. In the tests
using 4-6% halon 1301, surface fires produced HF and HBr in concentrations of 100 ppm
each or less. Deep-seated *res produced HF and HBr in concentrations not exceeding
150 ppm each. Special , ncentrations generated for corrosion tests were as high as 1700
ppm HF and 810 ppm hBr. HF and HBr were analyzed by measuring the specific ion
concentration in a sample by a device similar to a pH meter. Nine metals, which were
representative of the metals used in EDP equipment, were tested for their resistance to
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corrosion. The metals were copper, coin silver, phosphor bronze, 1020 steel, solder (60/
40 tin-lead), "Kovar" (iron, nickel, cobalt alloy), cadmium plating over steel, silver plating
over copper, and gold plating over nickel plating over copper. Coupons of these metals
were attached to plaques on the walls of enclosures where the fires of EDP materials (corn.
puter printout paper, data tabulating cards, paper punch tape, polystyrene tape, polyester-
base magnetic tape, polyethylene tape, and polyvinyl chloride) were extinguished with
halon '301. The relative degrees of corrosion of the metals were measured electrically as
contac. resistance.

After the initial evaluation of the amount of corrosion, the metal coupons were sub-
jected to accelerated aging, a repetitive cycle of temperature and humidity conditions to
which an exposure of 1000 h is rated as equivalent to about 10 yr of exposure in a nor-
mal environment at 70OF (21 0 C) and 50% relative humidity (RH). Extent of corrosion
was measured again after periods of accelerated aging of 1 week, 1 month, and 6 months.
The contrnt resistance of most metals was not significantly affected immediately after
exposure to halon 1301 decomposition products. Gold and silver surfaces were not
significantly affected by exposure to even high concentrations of HF and HBr either
initially or following aging. Steel and "Kovar" exposed to either fires or extinguishment
atmospheres showed marked increases in contact resistance upon aging. Copper-containing
metals (copper, phosphor bronze, and coin silver) were not greatly affected by exposure
to even high concentrations of HF and HBr initially after exposure but showed moderate
increases in contact resistance with aging.

THE EFFECT OF HALONS AND HALON EXTINGUISHMENT
ATMOSPHERES ON ELASTOMERS AND PLASTICS

Du Pont Bulletin B-4 1121 reports tests of nine elastomers (Hycar OR-15, Perbunan
"26, Neopiene GN-A, Hypalon E-7, GR-S, Natural Rubber, Butyl, Thiokol FA, and Sili-
cone 23) with five halons (halons 1211, 1202, 1301, 2402, and 1011). In addition,
"Kel-F" and red vulcanized fiber were tested in halon 1301, and Resistoflex, nylon, and
polyethylene were tested in halon 1202. In these tests, strips of the elastomers were
sealed in glass tubes with the agent, and the amount of swelling of the elastomer was
determined by measuring its increase in length. Reference 12 reports similar tests wade
by the Aerojet Engineering Corporation in which eight elastomers (Neoprene, Buna N,
Hycar, Polyethylene, Saran, Vinylite, Tygon, and SilastiP) were tested with three halons
(halons 1301, 1202, and 1011). The Aerojet tests were made at room temnerature for
7 days with both dry halons and halons containing 3 vwl% water. The results of these
tests are reported as percent change in volume of the elastomers. Maximum swelling of
the elastomers was observed to occur in about 3 days. There were wide differences in
swelling caused by the action of different agents on different elastomers. However, in
nearly every case a satisfactory elastomer for use with a particular agent was found.
Halon 1301 was found to be far superior to the other halons in regard to iWs effect on
elastomers, causing little or no swelling in all cases except that of the Silicone 23. The
work reported in Ref. 12 is summarized by Fielding [ 161 and by Engibous and Torkelson
[141.

Engibous and Torkelson [141 also report work on elastomer swelling done at the
Dow Chemical Company. In these tests, 16 elastomers (natural rubber, Neoprene GN,
Tygon, Polyethylene, Resistoflex PVA, Butyl, Teflon, Nylon, Saran, Kel-F, and six types
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of Silastic) were imaxersed in halons 1301 and 1202 at 860F (300C) for 30 days. The
elastomer swelling was then determined by visual observation. Silastic 152 was the only
elastomer which swelled more than P, slight amount in the halon 1301, whereas four
elastomers swelled by a large or extreme amount in the halon 1202. The conclusion was
that halon 1301 presents little problem in the selection of tlastomers, while other halons
must be used only with carefully selected elastomers.

Test strips of 11 elastomers and 17 plastics were sealed in glass tubes with liquid
halon 1301 at room temperature for 2 weeks in tests reported in Du Pont Bulletin
B-29C (11]. Maximum linear swelling and the changes in weight of the test pieces were
measured, and the general condition of the material and the liquid observed at the end of
the test. The test pieces were weighed again after drying for 2 weeks. The Du Pont
conclusion was that all the elastomers tested except silicone rubber are suitable for use
with halon 1301. Also, most of the commonly used plastics undergo little, if any,
swelling in the presence of halon 1301, with the exception of ethyl cellulose and possibly
cellulose acetate/butyrate. Fielding [15] summarizes these Du Pont tests and notes that
an epoxy resin was not included in the plastics tested.

Edwards and Grabski [10] report that six plastics and eight elastomers were
immersed in liquid halon 1301 at 160OF (71 0 C) for 7 days. In another experiment, six
types of rubber were immersed in halon 1301 at 800 F (270C) for 14 days. Of the 14
materials tested, only polystyrene, butyl rubber, and the two silicone rubber compounds
were regarded as sulstantially affected by the exposures. The following materials were
recommended for use with halon 1301 in the order listed: Thiokol, Neoprene, butadiene-
styrene compounds, and natural rubber. Fielding [15] summarizes this work and again
notes that an epoxy resin was not included in the plastics tested.

Le Pera and Sonnenburg [31] immersed test strips of eight elastomers in diesed fuel
containing 5 volume-percent halon 1011 at 212OF (100'C) for 6 hours. They recom-
mended furtlier study to find an elhstomer suitable for use with the fuel-halon mixture.

C3RROSION EFFECTS OF HALONS
ON DIESEL ENGINE PARTS

Grotsky [25] reports the test of a V-12, four-stroke cycle, Waukesh• diesel engine,
Model L1616 DSIN (rated 500 hp at 2000 rpm), which was run for a few minutes in an
atmosphere containing 5 vol% of halon 1301. A bright orange smoke which "could have
been bromine gas" appeared in the exahatst. The engine was operated continuously for
8 h after exposure to the halon and then disassembled for inspection. No damage was
apparent, and it appeared that the halon decomposition products had acted as a cleaning
agent and removed most of the carbon from around the piston and compression rings.
The report recommended that no diesel engine be r.lowed to ingest halon 1301. The
conclusin appears to contradict the results of the experiment. However, Grotsky did
report that the acidity of the lube oil increased during the experiment, and he may be con-
cerned about the long-term effects of this. Although he did not say so, the toxicity of
the halon decomposition products may be another factor which led him to his conclusion.

Browne and Smczepanski [2] reported tests in which up to 7 vol% of halon 1301 was
injected into the firebox of a DDG-15 main propulsion marine boiler. However, no cor-
rosion studies were made.

12
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CORROSION EFFECTS OF HALONS ON SENSITIVE
INSTRUMENTS AND ELECTRONIC COMPONENTS

A series of tests run by four companies (the Ansul Company, Cardox Company,
E. I. Du Pont de Nemours & Co., and Fenwal, Inc.) included some tests of electronic
components in halon-fire atmospheres and is reported by Ford [221. Reference 22 also
reviews previous work done in this field; this may be summarized as follows:

1. In 1962 the Du Pont Company exposed electrical switch metals to fires
extinguished by halon 1301 and carbon dioxide. There were no significant corrosive
effects.

2. In 1969 the U.S. Atomic Energy Commission conducted two full-scale fire tests
in an electronic instruments trailer and used halon 1301 to extinguish fires of wood and
"electrical type fuel." This fuel is presumably insulating materials or the type of fuels
which burn in a Class C fire. There was no damage to instruments and magnetic tapes
exposed in the tests.

3. In 1969 the Du Pont Company exposed an energized computer (IBM data proc-
essing) unit for 30 min to a UL size 1A wood-crib fire which was extinguished with 5%
halon 1301. There was no damage to the unit or interference with its operation.

4. In 1970 the Advanced Safety Systems Company gave two demonstrations of
operating computer units (IBM and Honeywell) in an atmosphere in which flammable liquid
fires covering 4 sq ft (0.37 m 2 ) were extinguished by halon 1301. There were no adverse
effects to the computer units.

5. In 1971 the Safety First Products Company conducted six tests in which fires of
a variety of combustibles were extinguished with halon 1301. The exposed electronic
components suffered no significant damage that wFs attributab!e to halon 1301 decom-
position. These appear to be the same six tests reported by Cholin [6].

6. In 1971 the IBM Corporation extinguished a variety of typical computer room
combustibles with halon 1301 in five total flooding tests. An electronic tape reader
exposed to the cumulative effects of all five tests was unaffected.

The results of the series of tests ioported in Re*f. 22 led to the follcwing conclusions:

1. Exting.ishing fires automatically with halon 1301 total flooding systems does not
produce atmospheres that will interfere with computer operation.

2. Magnetic data on recorded magnetic tape are unaffected by exposure to HF doses
(mean concentration multiplied by exposure time) of up to 294 ppm-h, to HBr doses of
up to 39 ppm-h, and to HCI doses of up to 2425 ppm-h. These doses were the maximum
produced in these tests.

3. Printed-circuit cards (NAND logic gates) exposed in these tests operated satisfac-
torily immediately after the tests and also after a subsequent accelerated aging test at
temperature and humidity conditions rated as equivalent to two years at 75OF (24 0 C) and
50% RH.

13
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Class A and B fires in a 2000-ft3 (57,000-.) room containing a computer (NCR 315-

101 Central Processor Unit and NCR 316-3 Memory Unit) were extinguished by total
flooding with halon 1301 in four tests reported by Carey and Haas [3]. These tests were
also reported by Cholin [7]. The results showed that the halon-fire atmosphere did not

adversely affect the operation of the central processor unit, memory unit, or exposed
circuit boards. The computer operated normally during and after each extinguishment
test. There was no apparent cumulative corrosion effect, since the computer functioned
normally 17 days after the conclusion of the four tests.

Six tests in which Class A and B fires in 336-fts (9500-2) and 2000-ft3 (57,000-R)
enclosures were extinguished by halon 1301 are reported by Cholin [61 and summarized
by Ford [22]. Electronic components and prerecorded magnetic tape were exposed to
the extinguishment atmospheres. Two weeks after the exposure tests, there was no
significant change in contact resistance of the components or damage to the magnetic
tape information.

Jensen [26] reports the conclusions resulting from tests run by the Ansul Company,
apparently the same tests reported by Ford [22]. The conclusions were that halon 1301
prod,iced no apparent corrosion of metals or equipment and did not impair the operation
of electrical equipment.

CONCLUSIONS

The following conclusions have been drawn from this literature survey:

1. Halon 1301 is the most promising halon for use as a fire suppressant. Therefore,
it is the halon that has been studied the most extensively.

2. Halon 1301 is classified by the National Fire Association as less toxic than car-
bon dioxide; furthermore, a 5 vol% concentration will extinguish most Class A and B fires
unless they are the deep-seated or smoldering type.

3. Liquid and gaseous halon 1301 is compatible with many metals, plastics, and
elastomers.

4. Liquid halon 1301 is more corrosive in the presence of water due to the com-
pound decomposing to corrosive and toxic products when exposed to fire or hot surfaces.

5. A concentration of halon 1301 sufficiently high to extinguish flames has little or
no effect on computers and their operation j.

6. Very little work has been done on the corrosion effects of halon-fire atmospheres
on diesel engine parts.

7. No reference concerned with the corrosion effects of halon-fire atmospheres on
nsitive instruments other than computers was found.

8. Numerous tests of halon 1301 have been made. However, the data are pheno-
menological, and both test conditions and results vary widely. Concentrations are usually
expressed in ppm, which are very difficult to apply to real situations.

14
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9. Tr the reports of corrosion and compatibility tests, no information on the
presence of oxygen is given. Apparently, the test samples were completely immersed in
the liquid halons.

$ 10. The reliability of the analyses of halon combustion products is questionable,
partly because of the wide disparity of the results of different tests. In some cases the
analytical method used was not described. Detector tubes are notorious for false read-
ings due to interferences. Unreliable figures would be particularly likely in fires with the
myriad of products being formed.

11. More work is needed to determine both the degree of decomposition of halon
1301 and the concentrations of toxic and corrosive products generated in fire situations.
Testing must be done under realistic and well-defined conditions using reliable and precise
methods of analysis.

RECOMMENDATIONS

As a result of this literature study, the following recommendations for additional
work are proposed.

1. A series of fire tests using halon 1301 to extinguish Class A, B, and C fires with
various application rates and preburn times should be made.

2. An in situ method of analysis of HF, HBr, and HCl employing noninterference
techniques, such as laser spectroscopy, should be used in these tests.

3. A procedure should be developed for clean-up after test fires to insure that test
conditions are standardized.

4. The effect of CBrF 3 and other proposed extinguishants on the upper atmosphere
should be studied. See "The Effects of Bromofluorocarbons on Stratospheric Ozone," an
NRL Report by D. J. Bogan, in preparation.
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Appendix A

THE TOXICOLOGY OF HALON FIRE SUPPRESSANTS-A BIBLIOGRAPHY

According to the literature reviewed in the above report, halon 1301 (CBrFa) is the
halon generally considered to be the best for use as a fire suppressant. One reason for this is
its low toxicity. The National Fire Protection Association's standard on halon 1301 (39)
places it in the least toxic group, which is designated as Group 6. Undecomposed halon
1301 has been studied in humans and found to produce minimal, if any, central nervous
system effects at concentrations below 7 percent for exposures of approximately 5 minutes
duration (39). Other fire suppressants including carbon dioxide, halon 1211, halon 1202,
and halon 1011 are classified in groups of compounds which are more toxic than are thosein Group 6.

The following references comprise a comprehensive bibliography on the toxicology of
halon fire suppressants. A majority of the listed publications are concerned solely or largely
with halon 1301 because it shows the most promise for use as a fire suppressant for a wide
range of applications. In cases where a single publication covered the pertinent subjects, it is
listed both with the literature reviewed above and ini the bibliography below. The references
are listed in alphabetical order.

HALON TOXICOLOGY R•,.,FERENCES

1. Aerospace Medical Division, Braoks Air Force Base, Tex. Proceedings of Fire Hazards
and Extinguishment Conference, Report AMD-TR-67-2, May 23, 1967.

2. Aerospace Medical Research Laboratory, Wright-Patterson Air Force Base, Ohio,
Proceedings of the Annual Conference on Environnental Toxicology (3rd) held in
Fa, born, Ohio, Oct. 25-27, 1972, Report AMRL-TR-72-130, Dec. 1972.

3. R. R. Anthony, "Halogenated Fire Extinguishing Systems," the American Plumbing
Eng.neer Section cf Building Systems Design, June 1971.

4. Sami Atallah, H. L. Bucci6,'-ss, I. J. Arons, and J. R. Valentiae, "Development of
Halogenate4 Hydrocarbon Foam~i (HALOFOAM) Extinguishantf.," A. D. Little Report
ADL-72682, Apr. .9.

5. K. C. Back and F.. W. Van Stee, "Special Aspects of Aviation Occupatio.- al Medicine-
Cardiovascu'ar &-Ad Nervous System EffecLs of Bromotrifluoromctr.sne," Advisory
Group for Aerosoace Rscarch and Development, Paris, F;'knce, IKeport AGARD-599,
Nov. 1972.

6. K. C. Back and L. W. Vkn Stee, "Carric areular and Nervous System Effects of
B3romotrifluoromethaze; A Short Rpview," in Proceedings of a Symposr im, An Ap-
praisal of Halogenated Fire Ext "i,,uwhing Agents, National Academy of Sciences,
Washington, D. C., 11-12 Apr., 1972.
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7. P. S. Be-, P G. Clark, and D. J. Tinston, "Pharmacologic Actions of Bromochlorodi-
fluoromethane (BCF)," Toxicol. Appl. Pharmacol 24, (1), 20-9, 1973.

8. J. L. Buckley, "Evaluation of a Naval Slurry-Type Fire Extinguishing Agent," AFAPL-
TR-71-70, Sept. 1971.

9. D. W. Call, "Humran and Rat Exposures to Halon 1301 Under Hypobaric Conditions,"
in Proreedings of a Symposium, An Appraisal of Halogenated Fire Extinguishing
Agents, National Academy of Sciences, Washington, D. C., Apr. 11.12, 1972.

10. D. W. Call, "Human and Rat Exposure to Halon 1301 Under Hypobaric Conditions,"
Crew System Dept., Naval Air Developmerl Center Report, Warminster, Pa., NTIS No.
747 958, 1972.

j 11. D. W. Call, "Halon 1301 (CBrF 3 ) Toxicity Under Simulated Flight Conditions," Naval
Air Development Center Report, Warminster, Pa., Acrospace Med. 44 (2), 202-4, 1973.

12. A. Calligaro, L. Congiu, L. Tocco, and V. Vannini, "Morphological and Biochemical
Changes in the Liver of Rats Poisoned With Bromotrichloromethane," Ist. Patol. Gen.,
Univ. Cagliari, Cagliari, Italy, Lo Sperimentale, 121 (1), pp. 1-21, 1971.

13. V. L. Carter, Jr., K. C. Back, and D. N. Farrer, "The Effect of Bromotrifluoromethane
on Operant Behavior in Monkeys," Toxicol. AppL. Pharmacol. 17,648-655 (1970).

14. W. H. Chambers and E. W. Krackow, "An Investigation of the Toxicity of Proposed
Fire Extinguishing Fluids," U. S. Medical Division (Chemical Corps) Report 23, Army
Chemical Center, Md., 1950.

15. P. M. Chikos, Jr., E. W. Van Stee, and K. C. Back, "Central Nervous System Effects of
Bromotrifluoromethane," Aerospace Medical Research Laboratory, Wright-Patterson
Air Force Base, Ohio, Report AMRL-TR-69-130, Paper 6 (NTIS No. AD 710-442),
1969.

16. D. G. Clark, "Toxicity of Halon 1211 (Bromochlorodifluoromethane)," in Proceedings
of a Symposium, An Appraisal of Halogenated Fire Extinguishing Agents, National
Academy of Sciences, Washington, D. C., 11-12 Apr., 1972.

17. D. G. Clark, "The Toxicity of Bromotrifluoromethane (FE 1301) in Animals and
Man," Imperial Chemical Laboratories, Ltd., Industrial Hygiene Research Laboratories,
Cheshire, England, (unpublished), 1970.

18. D. G. Clark and D. J. Tinston, "Correlation of the Cardiac Sensitizing Potential of
Halogenated Hydrocarbons With Their Physicochemical Properties," Brit. J. Pharmacol.
49 (2), 355-7, 1973.

19. C. C. Comstock, J. Kerschner, and F. W. Oberst, "Toxicology of Inhaled Trifluoro-
romonobromomethane and Difluorodibromomethane Vapors From Subacute and
Chronic Exposures of Rats and Dogs." Medical Laboratories Research Report 180,
Army Chemical Center, Md., (NTIS No. AD 11563), 1953.

20. C. C. Comstock, F. P. McGrath, S. B. Goldberg, and L. H. Lawson, "An Investigation
of the Toxicity of Proposed Fire Extinguishing Fluids. Part II-The Approximate
Lethal Concentration to RatE by Inhalation of Vapors for 15 minutes," Medical
Division Research Report 23, Chemical Corps., Army Chemical Center, Md., 1950.

20



NRL REPORT 8161

21. C. C. Conmstock and R. W. Oberst, "Comparative Inhalation Toxicities of Four q-alo-
genated Hydrocaybons to Rats and Mice in the Presence of Gasoline Fires," Ind. Hyg.
and Occup. Med. 7, 157 (1953).

22. R. h. Dufour, "The Life Hazards and Nature of the Products Formed When Mono-
bromochlorodifluoromethane, Dibromodifluoromethane, or Dibromotetrafluroethane
Extinguishing Agents are Applied to Fires," Underwriters' Laboratories, Inc. Report
NC-445, Mar. 10, 1955, amending letters dated May 1, 2, and 31, 1957.

23. E. I. Du Pont De Nemours & Co., "Du Pont Halon 1301 Fire Extinguishant," Techni-
cz .etin FE-8, Wilmington, Del., Mar. 1976.

24. E. I. Du Pont De Nemours & Co., "Toxicology of Du Pont FE 1301 Fire Extinguishing
Agent," Freon Products Bulletin S-35A, Wilmington, Del., 1971.

25. L. A. Eggleston, "Evaluation of Fire Extinguishing Systems for Use in Oxygen-Rich
Atmospheres," Southwest Research Institute Report, San Antonio, Tex. May 18, 1967.

26. D. L. Engibous and T. R. Torkelson, "A Study of Vaporizable Extinguishants," WADC
Technical Report 59-463, Wright-Patterscn Air Force Base, Ohio, Mar. 1960.

27. J. C. Gage, "The Acute Toxicities of Chlorobromomethane, Trifluorobromomethane,
Difluorodibromomethane, and Tetrafluorodibromomethane," Industrial Hygiene Re-
search Laboratories, Imperial Chemical Industries, Ltd., Report IHR/54, Welwyn,
Herts., Englnad, (unpublished), 1954.

28. T. B. Griffin, J. L. Byard, and F. Coulston, "Toxicological Responses to Halogenated
Hydrocarbons," in Proceedings of a Symposium, An Appraisal of Halogenated Fire Ex-
tinguishingAgents, National Academy of Sciences, Washington, D. C. Apr. 11-12, 1972.

29. W. S. Harris, "Cardiac Effects of Halogenated Hydrocarbons," in Proceedings of a Sym-
posium, An Appraisal of Halogenated Fire Extinguishing Agents, National Academy of
Sciences, Washington, D.C., Apr. 11-12, 1972.

30. C. C. Haun, E. H. Vernot, J. D. MacEwen, D. L. Geiger, and R. P. Geckler, "Inhalation
Toxicity of Pyrolysis Products of Monobromomonochloromethane (CB) and Mono-
bromotrifluoromethane (CBrF 3 )," Aerojet-General Corp. Report AGC-3320, Dayton,
Ohio, Mar. 1967.

31. C. H. Hine, H. W. Elliott, J. W. Kaufman, S. Leung, and M. D. Harrah, "Clinical
Toxicologic Studies on Freon FE 1301," Paper 11 in Proceedings of 4th Annual Con-
ference on Atmospheric Contamination in Confined Spaces, AMRL TR 68-175, Aero-
space Medical Research Lab., Wright-Patterson Air Force Base, Ohio, Dec. 1968.

32. Hine Laboratories, Inc., "Clinical Toxicologic Studies on 'Freon' FE 1301," Report 1,
San Francisco, Calif., (unpublished), 1968.

-.3. A. A. Johnston, Karl Springer, Don Johnson, Dennis Boenig and Frank Newman,
"Toxicity of Engine Exhaust Gases Diesel-Bromochloromethane Fuel Blend," South-
west Research Institute, San Antonio, Texas; Army Fuels and Lubricants Research Lab.
Army Mobility Equipment Research and Development Center Report AFLRL-51, Fort
Belvoir, Va., Feb. 1975.

34. J. M. Kuchta, R. J. Cato, G. H. Martindill, and I. Spolan, "Ignition and Fire Suppression
in Aerospace Vehicles," Bureau of Mines PMSRC Report No. 4164, Air Force Aero
Propulsion Laboratory, Wright-Patterson Air Force Base, Ohio, Cechnical Report
AFAPL-TR-71-93, Dec. 1971.

21

7777 --



r

MUSICK AND WILLIAMS

35. E. L. Litchfield and H. E. Perlee, "Fire and Explosion Hazards of Flight Vehicle Corn-

btistibles," Pittsburgh Explosives Research Center, Bureau of Mines Report, Mar. 1965.

36. J. D. MacEwen, "Toxicity of Pyrolysis Products of Halogenated Agents," in Proceed-
ing'of a Symposium, An Appraisal of Halogenated Fire Extinguishing Agents, National
Academy of Sciences, Washington, D. C., Apr. 11-12, 1972.

37. H. N. MacFarland, "Acutq Inhalation Expobure-Monkeys, Rabbits, Guinea Pigs, and
Rats--'Freon' 1301," Final Report, Hazleton Laboratories Inc., Falls Church, Va.,
Nov. 7, 1967.

38. J. K. MacNan.ee, "An Investigation of the Toxicity of Proposed Fire Extinguishing
Fluids. Part HII-The Pathology in Rats Prodluced by Inhalation of Proposed Fire
Extinguishing Fluids," Medical Division Research Report 23, Chemical Corps., Army
Chemical Center, Md., 1950.

39. National Fire Protection Association, "Standard on Halogenated Extinguishing Agent
Systems-Halon 1301," NFPA No. 12A-1971, Bulletin of the National Fire Protection
Association, Boston, Mass., 1971.

40. National Research Council, Washington, D. C., "An Appraisal of Halogenated Fire
Extinguishing Agents," in Proceedings of a Symposium, an Appraisal of Halogenated
Fire Extinguishing Agents, held at the National Academy of Sciences, Washington,
D. C., Apr. 11-12, 1972.

41. Nicola Rainaldi, "Appraisal of Halogenated Fire Extinguishing Agents," in Proceedings
of a Symposium, An Appraisal of Halogenated Fire Extinguishing Agents, National
Academy of Sciences, Washington, D. C., Apr. 11-12, 1972.

42. C. F. Reinhardt and G. J. Stopps, "Human Exposures to Bromotrifluoromethane,"
E. I. Du Pont De Nemours & Co., Haskell Laboratory for Toxicology and Industrial
Medicine Report 230-66, Wilmington, Del., Dec. 1, 1966.

43. C. F. Reinhardt and R. E. Reinke, "Toxicology of Halogenated Fire Extinguishing
Agents: Halon 1301 (Bromotrifluoromethane)," in Proceedings of a Symposium, An
Appraisal of Halogenated Fire Extinguishing Agents, National Academy of Sciences,
Washington, D. C., Apr. 11-12, 1972.

44. R. A. Rhoden, "Some Effects of CBrF 3 Inhalation and Epinephrine Challenge on Cef-
tain Myocardial Metabolite Levels," Crew Systems Dept., Naval Air Development
Center, Warminster, Pa., Report NADC-CS-7114, Dec. 30, 1971.

45. R. A. Rhoden and K. L. Gabriel, "Effects of CBrF3 Inhalation and Epinephrine
Challenge on Certain Myocardial Methabolite Levels," paper read at the American
Industrial Hygiene Conference, Toronto, Canada, 1971.

46. R. A. Rhoden and K. L. Gabriel, "Some Effects of CBrF 3 Inhalation on Myocardial
Glycolysis," paper read at the Tenth Annual Meeting of the Society of Toxicology,
Washington, D.C., Mar. 7-11, 1971. Abstract, Toxicol. Appl. Pharmacol. 19, 410
(1971).

47. J. B. Smith, M. J. Miller, and R. L. Pote Jr., "Fire Tests of Two Remote Area Fire
Suppession System Concepts," Factcry Mutual Research Corp., Report 15974-1,
Norwood, Mass., Nov. 29, 1965.

22



NRL REPORT 8161

48. M. Steinbeig, "Toxic Hazards from Extinguishing Gasoline Fires Using Kalon 1301
Extinguishers in Armored Personnel Carriers," in Proceedinj, of a Symposium, Ani
Appraisal of Halogenated Fire Extinguishing Agents, National Academy of Sciences,
Washington, D. C., Apr. 11.12, 1972.

49. J. F. Treon, et al., "The Toxicity of a Purified Batch of Monobiormutrifluoromethane
(Freon-13B1) and That of the Products of Its Partial Thermal Decomposition, When
Breathed by Experimental Animals," Kettering Laboratory R port, University of
Cincinnati, Ohio, June 19, 1957.

50. US. National Board of Fire Underwriters, "The Life Hazards and Nature of the Prod-
ucts Formed When Chlorobromomethane Extinguisher Liquid is Applied to Fires,"
Underwriters' Laboratories, Inc., Bulletin of Research 42, Aug. 1948.

51. E. W. Van Stee, "Review of the Toxicology of Halogenated Fire Extinguishing
Agents," Aerospace Medical Research Lab., Wright-Patterson Air Force Base, Ohio,
1974.

52. E. W. Van Stee and K. C. Back, "Short-Term Inhalation Exposure to Bromotrifluoro-
methane," Toxicol Appl. Pharmacol 15, 164-174, (1969).

53. E. W. Van Stee and K. C. Back, "Hypotension During Bromotrifluoromethane Expo-
sure," Aerospace Medical Research Lab., Wright-Pattbrson Air Force Base, Ohio,
Report AMRL-TR-68-182, 1971.

54. E. W. Van Stee and K. C. Back, "Spontaneous Cardiac Arrhythmias Induced by
Bromotrifluoromethane," Aerospace Medical Research Lab., Wright-Patterson Air
Force Base, Ohio, Report AMRL-TR-68-188, 1971.

55. E. W. Van Stee and K. C. Back, "Brain and Heart Accumulation of Bromotrifluoro-
methane," Aerospace Medical Research Lab., Wright-Patterson Air Force Base, Ohio,
Report AMRL-TR-70-139, 1971.

56. E. W. Van Stee and K. C. Back, "The Mechanism of the Peripheral Vascular Resistance
Change During Exposure of Dogs of Bromotrifluoromethane, "Aerospace Medical
Research Lab., Wright-Patterson Air Force Base, Ohio, Report AMRL-TR-69-13, 1971.

57. E. W. Van Stee, K. C. Back, and R. B. Prynn, "Alternation of the Electroencephalo-
gram During Bromotrifluoromethane Exposure," Toxicol. and Appl. Pharmacol. 16,
779-785 (1970).

58. R. C. Wands, "Toxicology of Halogenated Agents (Halon 2402)," in Proceedings of a
Symposium, An Appraisal of Halogenated Fire Extinguishing Agents, National
Academy of Sciences, Washington, D.C. Apr. 11-12, 1972.

23


